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Luminaire Schedule
Symbol Label Qty Part Number LLF Fixture Wattage Fixture Lumens BUG Rating

PM-T3_HS 12 Visionaire # VMX-II-T3-30L-4K-UNV-SAM-BK-HS / SNTS-4S-
11-20'-9BC-343-S1-BK

0.900 208 9526 B1-U0-G2

PM-T4A 5 Visionaire # VMX-II-T4A-25L-4K-UNV-SAM-BK / SNTS-4S-11-
20'-9BC-343-D2-BK

0.900 172 25070 B3-U0-G3

PM-T5 (Q) 6 Visionaire # VMX-II-T5SR-25L-4K-UNV-SAM-BK / SNTS-4S-
11-20'-9BC-343-QD-BK

0.900 172 24867 B4-U0-G3

WM-T4 14 Visionaire # VSX-II-T4L-15L-4K-UNV-WM-BK-BAWP 0.900 101.7 13949 B3-U0-G3

Calculation Summary
Label CalcType Units Avg Max Min Avg/Min Max/Min
Site Points Illuminance Fc 4.93 49.4 0.0 N.A. N.A.
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Fixture Specification - Visionaire VMX Series2

NOTES:

A. A LIGHT LOSS FACTOR OF 0.900 HAS BEEN APPLIED TO FIXTURES UNLESS OTHERWISE NOTED. REFER TO LUMINAIRE
SCHEDULE FOR LIGHT LOSS FACTOR AND LUMEN INFORMATION.

B. SEE "MH" ON LIGHTING FIXTURE TAG LOCATED ON PLAN FOR MOUNTING HEIGHT INFORMATION.

C. CALCULATION POINTS ARE TAKEN AT GRADE.

D. CALCULATION RESULTS ARE BASED ON IES STANDARDS UNLESS OTHERWISE REQUESTED.

Fixture Specification - Visionaire VSX Series3
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